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Date:                Dispatch Time:               Incident Number:  13-       
  
Location:       
 
Incident type:              Fire     Hazardous Materials    Mass Casualty      

             Auto Casualty     Other        
 
Alarms:  1st Alarm     2nd Alarm    3rd Alarm     Special Call       
 
Engine(s) Responding:         Rescue/Medical vehicle(s):          
 
Command Vehicle(s):             Number of Personnel Responding:        
 
Injuries:  Civilian(s) 0  Firefighter(s): 0 
 
Transported by Ambulance:    Yes (number      )     No    Where:         
 
Fatalities:    Yes (number      )   No      
 
Evacuation:    Yes   No     Comments:       
 
Relocation:    Yes   No     Note:        
 
Mutual Aid:  Given       Received  (units)                   N/A  
 
Business Name:        
Occupant Information 
 Name:              

Address:       
          
 

Phone:                  
 
Property Owner Information 

Name:          
Address:       
         

                                                                                                     
Phone:          

 
Structure Type:         Area of Origin:            
  
Under Investigation:   Yes    No  By Whom:       
 
Probable Cause:        
 
Damage Estimate:          (structure & contents) 

 
Narrative – See next page  
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Narrative:   
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Officer:       
Eau Claire Fire Department    
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	Yes number_2: Off
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	NA: Off
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	Text1: 8-26-2013
	Text2: 15:57
	Text3: 4984
	Text4: 800 Wisconsin St   Banbury Place
	Dropdown5: [6]
	Dropdown6: [3]
	Dropdown8: [25]
	Dropdown7: [2]
	FF: [0]
	civilians: [0]
	undefined: 
	transport: [0]
	number: [0]
	where: 
	evac: 
	mutual: Township Fire and Altoona Fire Staffed stations
	Business name: American Phoenix
	Name: 
	address: 
	phone: 
	relo: 
	POI name: 
	POI address: 
	POI phone: 
	structure: Commercial/Manufacturing
	area: Main Production floor
	whom: 
	cause: Equipment failure- overheated rubber mixing machine.
	damage: undetermined
	Text5: ECFD responded to a report of a structure fire. Upon arrival it was determined a machine that is used to mix the various components for rubber had overheated and caught fire. The fire had extended to the vent hood and was starting to spread vertically. The Firefighting crews made entry into the building using an 1.75 inch hose line and proceeded to extinguish the fire. The complex structure of the building, equipment, and the excessive heat made firefighting difficult. Multiple crews were rotated into service while the initial crews were sent to Rehab.The fire was contained to the mixing machine involved and the area directly above.At the time of this report the Firefighting crews were still cleaning equipment used in the fire.
	Text6: Battalion Chief Bryon Bensen


